”

one foot
6

three inches

one foot

one and one half inches

one foot

one inch
!

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

16

one foot

one eighth inch

1 2 3 4 5 6 7 8 | 9

GENERAL NOTES

1. CONTRACTOR SHALL REPAIR WALLS, FLOOR, CEILING AND
COUNTER THAT ARE AFFECTED BY DEMOLITION DURING

———— — ; ; — — } CONSTRUCTION AND MATCH TO LOOK LIKE EXISTING.
i s 2. BRACE (N) PIPING TIGHT ALONG (E) WALLS. PROVIDE (N)
‘ | - "UNISTRUT” PIPE BRACING WHERE APPLICABLE.
T DN
[

i ‘ L 3. PROVIDE (N) HOT AND COLD WATER PIPING, AND STOP VALVES

TO BE RECONNECTED TO (E) FIXTURES. CONTRACTOR SHALL
REPAIR AND PATCH WALLS TO MATCH EXISTING.

M |
o j RAMP J
- DN \ - 4. ALL EXISTING PLUMBING FIXTURES AND ASSOCIATED VALVES

DN UP T ( \ UP DN AND STOPS TO REMAIN IN PLACE. CONNECT NEW DOMESTIC

i v ﬁvu T COLD WATER COPPER SUPPLY PIPING UP TO THE EXISTING
- - WATER CLOSET AND URINAL'S VALVES ONLY. CONNECT NEW

— DOMESTIC COLD AND HOT WATER COPPER SUPPLY TO SINKS,

LAVATORIES, BATHTUB, SHOWER, LAUNDRY, DRINKING FOUNTAIN

DN~ —
*J / I (COLD), SERVICE SINKS UP TO THE EXISTING STOPS ONLY.

] [ ] — ]
i J—Lu_h RAMP DN Pg
RAMP DN——~ Q

[R==iu]
11
1

KEY NOTES

<>(N) DOMESTIC COLD, HOT, AND/OR HOT WATER RETURN
RISERS.

@(N) DOMESTIC WATER PIPING WITH NEW HANGERS.

| I X
DN
- (N1 1/27CW, 3/4"HW,

o e\ S,
DPsigen om—— \ - s

R
| 1 71 1

7
— L

(N)2 1/2"CW, {3 (N) LINE-SIZE SHUT—OFF VALVE.

17HW,
©_ 3/4THWR & 4> CONNECT (N) SUPPLY PIPING AND ASSOCIATED VALVES TO
) (E) DRINKING FOUNTAIN.

P N e R e — | o\

@PRO\ADE (N) 1 1/2” CW LINE TO (E) WATER CLOSET. POINT

} STO : 5
T: OF CONNECTION SHALL BE AT THE (E) FLUSH VALVE.

1 LT L
—(N)2”CW

(N)T 1/2”CW, 17HW,
& 3/4"HWR UP I
N

R
6 \

R
l/ 10 <6>PROVIDE (N) 3/4” COLD WATER AND HOT WATER SUPPLY

/ PIPING UP TO (E) LAVATORY/SINK/SERVICE SINK/SHOWER

i 9. J A (N)2°Cw, AND BATHTUB—MIXING VALVE. PROVIDE (N) STOPS AND
i 1 11/4"HW
ol \ - /4"HW, FITTINGS AS REQUIRED.
* | N L] 3 /4”HWR

T = el J A \ 1 PROVIDE (N) 1 1/4” CW LINE TO (E) URINAL. POINT OF
’I . %\—@ EXXEXD XD (N)3/4 CWJ Eﬁ @ T I <& ®CONNECTI(ON) SHA{L BE AT THE (E() )FLUSH VALVE.
r

\

EXXEXD

i = \ . . o (N)27CW, 1”HW <& (N) DOMESTIC COLD WATER COPPER HEADER IN PIPE CHASE.
© ety U M EDICATION % ‘ ot 3/4"HWR PROVIDE (N) WATER HAMMER ARRESTER BEFORE THE LAST
(TYP.) === ) Fy/ﬁ DN RM DN PK ! " b (E) FLUSH VALVE LOCATION.
I } O ./T_z’/ 4"CW <> PROVIDE (N) 3/4” CW LINE TO (E) HOSE BIBB.
= \ 5/—® - PROVIDE (N) 3/4” COLD WATER AND HOT WATER SUPPLY
\ ~:§ [] - PIPING UP TO (E) SCULLERY SINK. PROVIDE (N) STOPS AND
T ‘ ‘ ﬁ \ [ ‘ (
] N\ ] — 'E‘\ — — ——] }_{_/I —— | — ) FITTINGS AS REQUIRED.
/ : { \@(N)L 1/2°cw, (i (N)1 1/27ew, N / <> PROVIDE (N) BALANCING VALVE AT THE HOT WATER RETURN
" 3/47HW, & T°HW, & LINE PRIOR TO CONNECTING BACK TO RISER. PROVIDE (N)
I I 5N)11/ 41/H3v cvgc, I I 3/4”HWR 3/4"HWR I I ACCESS PANEL.
. ’ R R
3/4"HWR UP z 1 8 {2 PROVIDE (N) LINE-SIZED WATER HAMMER ARRESTER AT
] [ : ] [ COLD WATER HEADER WITH ACCESS PANEL.
D2 1/2"CW— [] [ .
17HW, & a8
I o~ I 3/4"HWR I I = I
] - [ L -/ | [
. u M [T WP DN
. =
: - : : - / [ KEY PLAN
w B =l = el = KH{
B *‘ — 1 [
—1 1 — 1
PN
1 PLUMBING FIRST FLOOR REMODEL PLAN /l/
SCALE: 1/8" = 1'-0" 0 & 8’ 16" \'
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